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Mr. John Grantham
State of Washington
Department of Ecology
Nuclear & Mixed Waste Program
P. O. Box 47600
Olympia, WA 98504-7600

Dear Mr. Grantham:

oU4l0t)1

D
FLUOR DANIEL, INC.

Date: May 9, 1994

Reference; Hanford Waste Vitrification Plant
DOE Contract DE-AC06-86RL10838
Fluor Contract 8457

Transmittal No.: WDOE-920

We enclosed 2 copy of the items listed below. These are issued per US-DOE request.

[] Approval [] Reference [] Review and Comment [X] DCN-RFC

Response due to Fluor: N/A
Responds to: A160 PACKAGE

NUMBER REV DATE TITLE

DCN - 10179 0 04/29/94 DCN TITLE:

120V POWER ADDED TO FIRE WATER PUMP PANELS

"RELEASED FOR CONSTRUCTION"

Reference: FRP-1438, FUP-856
Distribution:
R. L. Long - DOE-RL, w/O
TWP/AME Corresp Cntrl Cntr MSIN AS-10
(A160 PACKAGE), w/0
P. Felise - WHC-RL ( MSIN G6-06), w/1
Environmental Data Management Center
(MSIN H6-08), w/1
D. Duncan - US EPA, Region X, w/0
M. D. Talbot, WHC - w/0
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Very truly yours,

N'aW E^Sti

R.S. Poulter U
Project Director
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FLUOR DANIEL ^ p A

US DEPARTMENT OF ENERGY
HANFORD WASTE VITRIFICATION PLANT

DESIGN CHANGE NOTICE

Vol-T V -y/'194
Routed 120(power from Power Panel "B" to Fire Water Pump
Panels LP-500-002A/B for Instruments IT-FWX013-1 & -2.

FOR LIST OF AFFECTED DOCUMENTS, SEE SECTIONS 6 AND 7.

WAPA DWG/SPEC? CO NO q YES
QUALITY LEVEL I DWG/SPEC? ® NO q YES
SAFETY CLASS 1 OR 2 DWG/SPEC? ® NO q YES
SYSTEMS ANALYSES AFFECTED? ® NO q YES
MULTI-DISCIPLINE CHANGE? ® NO q YES

"DCN Evaluated by: Systemsa

DCN - 0179 I REV 0
DCN TITLE

120V Power Added to Fire Water
Pump Panels

PAGE 1 OF 6

DATE INITIATED

03/15/94
PACKAGE NO.

A160

CAUSE OF
CHANGE:

q Field Change Request

q Supplier Disposition

q Deficiency Report

q Design Development

q Change Request

q TBD/Hold

® Other Review of
Vendor Documents

RT'C-^o,,,,4
13-oa-DzytaAvz

Initiating Document(s)

REVIEWER COMMENTS
AND SIGNATURE/DATE

IF'YES•, ADDfrIONAL
REVIEW REQUIRED BY.

Others

v/,/9y

COMMENTS:

FORM RE/. 09/23/93
PAE457TDCN3\179 - 1 03/17/94 9:26am

PE STAMP REQUIRED? q NO ® YES



O REV DISCIPLINE PKG. NO. PAGE
FLUOR DANIEL

US DEPARTMENT OF ENERGY
DCN - 0179 0 Electrical A160 2

HANFORD WASTE VITRIFICATION PLANT

PREPARED BY. M. Weimer Date: 03/16/94

DESIGN CHANGE NOTICE
DISCIPLINE ENGINEER: K. Srivastava Date: 03/16/94

.c
s. .a ...: ,..: ^ :..^ .. . . ::..<.: ... . .......::. . _.. . ^:: .. ... ...:: ...

)OCUMENT SHT/ REV INCLD

NUMBER PAGE NO DOCUMENT NAME YIN DESCRIPTION OF CHANGE

H-2-122088 1 3
9
4Electrical Power, Gndg &

49 / Lightning Protection Plan
Y Added wiring and conduits from Pnl'B'

to LP-500-002A/B.

H-2-122094 1

^J_

1/' // Pwr, Ltg & Heat Tracing Y Added wiring and conduits from Pnl 'B'

' 2

Sections & Details to LP-500-002A/B.

H-2-122098 1 ..0 Electrical Panel Schedule Y Added load for instruments.

H-2-122100 4 0 Electrical Connection Y Added power cable and conduit.
Diagrams

This section references affected items such as P&IDs or calculations/analyses, but they are generally not included in DCN package.

DOCUMENT SHT/ REV
NUMBER PAGE NO DOCUMENT NAME DESCRIPTION OF CHANGE

N/A

FORM REV. 09/23/93
P:\8457\DCNS\179 - 2 03/17/94 9:26am
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SECTION AD
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1 2'Q

FLUOR DANIEL
U.S. DEPARTMENT OF ENERGY

HANFORD WASTE VITRIFICATION PLANT

DESCRIPTION OF CHANGE:

ADDED 120V POWER TO FIRE WATER
PUMP PANELS LP-500-002A/B

FOR IT-FWX-013-1 & -2

PREPARED BY: DATE: 3 ^7

OISCIPLINE ENGINEER: DATE:

DESIGN CHANGE NOTICE

BASE DOC. NO. H-2-122094

SHT/PG. 1 REV. 1

CR NO.

DISaPUNE ELECTRICAL
REV. PAGE

DCN-0179 a tl



q5 i -5558. ^59

DA-32A-851
POWER PANEL "B"

VOLTS 208Y 1 20

MAIN 100AF.

VJ-PH

50AT

4 WIRES

M/B © MLO q

PANEL

LOCATION

DA-32A-851

BLDG 20

MTG SURFACE

AT SW
BRKR CKT MISC RCPT TG ^A SLOCATION

0
A B

0 0
C LTG RCPT MISC CKT BRKR L

0
A

B
0

C LOCATION

FIRE WATER RECEPTACLES 360 2 1 20 20 2 100 LSL/H-DRX-501
FIRE WATER RECEPTACLES 360 2 3 20 20 4 50 HEAT TRACING
RECTIFIER 720 1 5 20 20 6 1 200 FIRE ALARM PNL (NOTE 2)

LP-500-007 500 1 7 20 20 8 500 SPARE
SPARE 500 9 20 20 10 500 SPAR

LP-500-002A 100 1 11 20 20 12 100 LP-500-002B

SUBTOTALS 860 860 820 600 550 00

TOTAL NON-LCL = 2175 X 1.00 = 2175
TOTAL LCL = 1770 X 1.25 = 2213

TOTAL 4388

DCN-0179-J
POWER

0

19
FLUOR DANIEL U.S. DEPARTMENT OF ENERGY DESIGN CHANGE NOTICEHANFORD WASTE VITRIFICATION PLANT

ADDED 120V POWER TO FIRE WATER
PUMP PANELS LP-500-002A/B

FOR IT-FWX-013-1 & -2

PREPARED BY: 611 1 / %. IDATE:

31 1-7

BASE DOC. NO. H-2-122098

SHT/PG. 1 REV. 2

CR NO.

DISCIPIJNE:
ELECTRICAL

I REV. PAGE

DCN-0179 S

A- A
F-^

HS



FLUOR DANIEL
U.S. DEPARTMENT OF ENERGY DESIGN CHANGE NOTICEHANFORD WASTE VITRIFICATION PLANT

DESCRIPTION OF CHANCE.
BASE DOC. NO. H-2-122100

ADDED 120V POWER TO FIRE WATER
PUMP PANELS LP-500-002A/B SHT/PG.4 REV.0

FOR IT-FWX-013-1 & -2 CR NO.

DISCIPLINE:
ELECTRICAL

DCN-0153

DISCIPLINE ENGINR, DATE: y
DCN-0179

r./' Ar\

REV. PACE

0

HS

LP-500-002A LP-500-0028
(FlRE WATER PUMP HOUSE) (FIRE WATER PUMP HOUSE)
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